ADDENDUM NO. ONE

Noftice is hereby given that on SEPTEMBER 19, 2014 at 11:00 A.M. (Prevailing time), sealed bids
will be opened and read in public by the Purchasing Agent in the Mercer County McDade
Administration Building, 640 South Broad Street, Room 321Third Floor, Trenton, New Jersey for:

NETWORK CABLING INSTALLATION FOR
THE MERCER COUNTY LIBRARY SYSTEM AB2014-37
ADDENDUM NO. ONE

Clarifications, amendments, additions, deletions, revisions and modifications are part of the
Contract and change the original documents only in the manner and to the extent stated.

Respondents shall complete the Acknowledgement of Receipt of Addendum No. One and
shall include the Acknowledgement with their response.

It is the responsibility of prospective respondent’s to check this website for any addenda issued
prior to the proposal opening. Failure to do so could result in the rejection of your submission.

Bids shall be delivered in sealed envelopes and addressed to Marcella Covello, Purchasing
Agent, Room #321, 640 South Broad Street, P.O. Box 8068, Trenton, NJ 08650-0068.

Bid Addenda will be issued on the website for bids issued online; therefore, all interested respondents
shall check the website from now through the bid opening.
http://nj.gov/counties/mercer/procurement/bidsopp.html

Bidders are required to comply with the requirements of N.J.S.A.10:5-31 et seq. and N.J.A.C.
17:27.

COUNTY OF MERCER, NEW JERSEY
Purchasing Department

Marcella Covello, QPA
Purchasing Agent

AB2014-37

609 989 6710
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http://nj.gov/counties/mercer/procurement/bidsopp.html

The County of Mercer received the following inquiry with regard to the project located
at the Ewing Branch Library:

Secondary communications room:

Q1. Where is the "book drop” room located?

Al. Refer to the Ewing Library schematic. It is the room to the left of the jacks
marked 10 V.

Q2. Will the connecting cable for Data be a fiber or copper cable run?
A2. The data connectoris copper.

Q3. If fiber, could you specify type and how many strands (ie. OM1,0M2,0M3,0M4,
6 STRAND, 12 STRAND,ETC.)?
A3. See response to Q2.

Q4. Will a connecting backbone cable be needed between communications rooms
for voice drops (ie.25PR CAT3 )2

A4. For the phone, we require a connector since we have an old-style phone
system. The connector should be 25PR cat3 Plenum.

Q5. Is plenum cable required?
AS. Refer to the specifications as plenum cable is defined and noted as required per
building codes.

Q6. Can you specify required lengths for patch cables and station cables?
Aé. No, this is more dependent on the final work. The length depends on where the
awarded contractor mounts the patch panels and places the jacks.

Q7. Swing gate racks are specified along with 2 post attachment shelves in two
separate rooms (4 altogether), however with 2 post attached shelves in two separate
rooms you will not be able to swing rack open. Please clarify.

A7.This is the set-up aft the Library locations and has worked well.
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COUNTY OF MERCER
ACKNOWLEDGEMENT OF RECEIPT OF ADDENDA
ADDENDUM NO. ONE
AB2014-37

The undersigned Respondent hereby acknowledges receipt Addendum No. One:

Date:

Signed:

Title:

Printed Name:

Date:

Company:
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